13.75"

0.75" —

REMOVABLE
PIPE ENTRY =~
AREA

AL LR AR BB ER S

) far
I ——

12.125"

SHORT SIDE VIEW

_ 23.1875"
/
12" /
5 u
1.25" 1 = ,
21.5” '
LONG SIDE VIEW
NOTE:

LAST REVISED:02/01/10

(7~

TOP VIEW

0.550"
Minimum

MID—STATES PLASTICS, INC. PART NUMBER MSBCF 1324-12 (or equal).

The Meter Box shall be high—density polyethylene of one—piece molded
construction for durability ond impact strength, and with a ductile iron
cover (with flip—up meter reading window) installed shall be able to
bear a 20,000lb lcad in a wheel load; and shall have a wall thickness

of no less than 0.550".

The Meter Box shall be black on the exterior

to prevent UV degredation, and bright white on the interior to reflect

light and ease meter reading service.
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